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F O R  A P P R O V A L

New MH for diversion
works. Refer to Str Eng
drainage layout.
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New soakaway subject
to infiltration test.
Contractor to confirm.
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works. Refer to Str Eng
drainage layout.
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NOTES

Please refer to ABP & Southern Water
information regarding public sewer diversion &
build over works.

Proposed private drainage layout is indicative
only and to be fully investigated and confirmed
on site by contractor prior to construction.

Soakaway design and location subject to
infiltration test - contractor to undertake and
confirm.

SVP to vent to
atmosphere.

New IC

New IC

Existing foul
drainage

New 100mm dia
surface water drainage
at min 1:60 fall.

New 100mm dia
surface water drainage
at min 1:60 fall.

New 100mm dia foul
water drainage at min
1:80 fall.

New 100mm dia foul
water drainage at min
1:80 fall.


