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(l/s) (Pa)

EG / 01      Kitchen Extract Grille Waterloo
Four Way  DF41 

150x150
30 <9

EG / 02 Kitchen Extract Grille Waterloo
Four Way  DF41 

150x150
30 <9

EG / 03 Office Extract Grille Waterloo
Four Way  DF41 

150x150
15 <9

EG / 04  Town Offices Extract Grille Waterloo
Four Way  DF41 

225x225
40 <9

EG / 06 Main Hall Extract Grille Waterloo
Four Way  DF41 

375x375
250 <30

EG / 07 Main Hall Extract Grille Waterloo
Four Way  DF41 

375x375
250 <30

EG / 08 Main Hall Extract Grille Waterloo
Four Way  DF41 

375x375
250 <30

EG / 09 Main Hall Extract Grille Waterloo
Four Way  DF41 

375x375
250 <30

EG / 101 Council Chamber Extract Grille Waterloo
Four Way  DF41 

300x300
100 <15

EG / 102 Council Chamber Extract Grille Waterloo
Four Way  DF41 

300x300
100 <15

EG / 103 Council Chamber Extract Grille Waterloo
Four Way  DF41 

300x300
100 <15

Extract

Pressure DropFlow Rate
CommentsRef Location Manufacturer  ModelType

To be completed with Plenum 
Box and Rectangular spigot 

connection
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EAV/01
Male WC 

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/02
Male WC 

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/03
Female WC

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/04
Female WC

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/05
Female WC

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/06
ACC WC

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/07
Male WC 

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/08
Male WC 

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/09
Female WC

Ground Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/10 Unisex WC Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/101
Female WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/102
Female WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/103
Female WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/104
Male WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9
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EAV/105
Male WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/106
Male WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/107
Male WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/108
ACC WC

First Floor
Extract Air Valve Waterloo VB 125Ø 15 <9

EAV/109
Female WC
First Floor

Extract Air Valve Waterloo VB 125Ø 15 <9

SG / 01      Office Supply Grille Waterloo
Four Way  DF41 

150x150
15 <9

SG / 02  Town Offices Supply Grille Waterloo
Four Way  DF41 

225x225
40 <9

SG / 04 Main Hall Supply Grille Waterloo
Four Way  DF41 

375x375
250 <30

SG / 05 Main Hall Supply Grille Waterloo
Four Way  DF41 

375x375
250 <30

SG / 06 Main Hall Supply Grille Waterloo
Four Way  DF41 

375x375
250 <30

SG / 07 Main Hall Supply Grille Waterloo
Four Way  DF41 

375x375
250 <30

SG / 04 Council Chamber Supply Grille Waterloo
Four Way  DF41 

300x300
100 <15

SG / 05 Council Chamber Supply Grille Waterloo
Four Way  DF41 

300x300
100 <15

To be completed with Plenum 
Box and Rectangular spigot 

connection

Supply
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