Attachment to Future Opportunity notice for Relocation of Base Fence line at Swanton Morley, Norfolk

Brief Scope of Works
Conduct all excavations to allow for the diversion of the overhead power cables.
Reinstatement works to all roads, pathways and gardens.
Supply and Install external electric meter boxes, hockey sticks and ductwork for service supply to the properties.
Supply new cable tails between current DB location and new external smart meter with double pole isolator. 
Install new distribution boards.

Further Information
Replacement of Soffits Main Roof
Supply and fit new white PVCu fascia's and soffits.  
Note: Replacement soffits due to asbestos removal of existing soffits.

Electrical General 
Subcontractor to undertake all the necessary electrical works to the property beyond the new external meter and ensure the existing electrical installation is earthed accordingly.
Note: NIE Networks confirmed PME (TN-C-S) is not available for this project.  The existing houses have been wired internally historically for TT earthing. The subcontractor to allow for any alterations required to ensure the existing electrical and earthing system complies.

Distribution Board
The subcontractor to conduct an EICR of the existing installation prior to the actual Distribution Board being replaced. 
Supply and install a new distribution board with individual RCBO for the property and wiring to meet the current regulations, including amendments to date. Distribution board and wiring shall be appropriately sized. 

Electric Meters and Connections
The Subcontractor to liaise with electricity supplier/provider for the removal of the existing electric meters and the supply of new smart electricity meters and connections with a double pole 100 amp isolation switch. 
The subcontractor to design and install new cable tails between the current DB position and new external meter cupboard location.
Subcontractor is to include for removal of redundant cables and cutting off the old mains and making good after. 

Surge Protection
The Subcontractor is to undertake a Risk Assessment and provide their recommendations as to whether 'Surge Protection' is a requirement for the new installation.

Meter Boxes/Service Entry Pipes/Cable Ducting & Accessories
The Subcontractor to supply and install the external meter boxes, the associated service ducting including draw wire left in ducting and service entry pipe (hockey stick). Meter box external location to be agreed with the Amey Delivery Manager, Subcontractor and NIE Networks, with emphasis to allow future access for the electric provider readings.
Note - Subcontractor to liaise with NIE Networks to ensure meter boxes are large enough to accommodate smart meter, double pole isolation switch any other electrical equipment or any other electrical suppliers equipment as required.

Liaise with Electric Power Distribution Network Operator (NIE Networks)
The services of the Electric Power Distribution Network Operator (NIE) shall be procured by Amey. The Subcontractor is to include for on-site coordination and organisation of the electrical Network Operator for the disconnection of overhead power lines and the implementation of new underground electrical supply to the properties. 
Note: The properties are occupied and cannot be left without an operational electrical supply for any length of time or overnight.

For Amey to accept any Expression of Interest it is ESSENTIAL that any subcontractor is a member of Constructionline at GOLD LEVEL 3.
If successful the subcontractor will need to pass a pre-qualification questionnaire, sign up to Amey Terms and Conditions, and meet the MoD Security Requirements. 

This advert is for Expressions of Interest (BY EMAIL ONLY) - from the responses and our existing subcontractor data base we shall compile the tender list. Tender packs will follow separately (by email).

Note 1: The bidder must quote for all aspects of the Works.Note 2: Future works of a similar nature may be negotiated based upon submitted rates.

