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ABS Brymar Floors Ltd

Property II readings were recorded using the Face
Digital Property II Meter.

Property IV readings were recorded using an Engineers
Precise Level, PPM and Invar Staff.

Survey Date(s):

Free Movement Survey
Method:

Zephyr Building
c/o Bowmer & Kirkland Ltd
Eighth Street

17th November 2017

The Free Movement area has been surveyed for
compliance with the FM3 classification defined by table
4.2 of the 2003 edition of the Concrete Society's
Technical Report Number 34.

Flatness Classification:

Contract Details

Flooring Contractor:

Harwell Campus
Didcot

Appointed by:

Brief: To conduct a Free Movement Survey to check
compliance with the required flatness classification.

Paul Jones
ABS Brymar Floors Ltd

Site Address:
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Property II data is available in Annex A.

Building Conditions - Incomplete

P2B015

Floor Conditions - Mild debris on floor

Lighting Conditions - Good

Property II Meter Serial
Number:

Weather Conditions - Good

Description of Works

Property II readings were measured using the Face
Digital Property II Meter.

Environmental Conditions:

Details: The floor was tested for Properties II & IV by setting out
a 3 metre grid on the Free Movement area. Level
readings were taken at the intersection points of the 3
metre grid lines (see survey plan) and the differences in
elevation between adjacent intersection points have
been calculated to determine compliance with Property
IV.
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Zephyr Building
c/o Bowmer & Kirkland Ltd
Eighth Street, Harwell Campus
Didcot, OX11 0RL

ALL PERIMETER WALLS ARE EXTERNAL UNLESS STATED OTHERWISE

Site Address

Client

Drawing Title

Survey Date

ScaleFree Movement Survey Plan

ABS Brymar Floors Ltd November 2017

Not To Scale

AREA
COVERED

BY
3m

GRID

Dene House,
North Road, Kirkburton,

Huddersfield
HD8 0RW

www.face-consultants.com
Global Flooring Consultants
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Property II

ABS Brymar Floors Ltd

Didcot

Zephyr Building

Harwell Campus

c/o Bowmer & Kirkland Ltd
Eighth Street

Location of Survey Runs
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Zephyr Building

6 L32 - L25 15 B10 - I10
7 J25 - J18 16 A7 - H7
8 K17 - K10 17 L4 - E4
9 G18 - G25 18

Run Number

10
11
12

1

Run Number

Property II Meter File Name:

Run Location

L1 - L8
F8 - F1

6980

B26 - I26

Run Location

B1 - B8
D10 - D17

2
3
4 B18 - I18
5 C25 - C32 14 L14 - E14

13

B2 - I2

L21 - E21

L30 - E30
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Zephyr Building

Didcot

c/o Bowmer & Kirkland Ltd

Property II

Eighth Street
Harwell Campus

Summary of Results

ABS Brymar Floors Ltd

at
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Summary of Results

Job Name: 6980 Job Number: FC.17.6980
Location: Zephyr Building Date: 17/11/2017
Surveyor: GD

Specification Description Limit
FM3 2003 95% Compliance 5.0 mm

100% Compliance 7.5 mm

Run No. Limits Compliance Achieved Run Length
1 95% Compliance 95% 100% 20.4 m

100% Compliance 100% 100%
2 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
3 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
4 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
5 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
6 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
7 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
8 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
9 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
10 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
11 95% Compliance 95% 99.9% 20.3 m

100% Compliance 100% 100%
12 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
13 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
14 95% Compliance 95% 99.9% 20.3 m

100% Compliance 100% 100%
15 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
16 95% Compliance 95% 99.7% 20.3 m

100% Compliance 100% 100%
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Run No. Limits Compliance Achieved Run Length
17 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
18 95% Compliance 95% 100% 20.3 m

100% Compliance 100% 100%
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Zephyr Building

ABS Brymar Floors Ltd

Harwell Campus

c/o Bowmer & Kirkland Ltd

Didcot

Eighth Street

Property IV

Results

at
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ABS Brymar, Zephyr Building, Didcot, FM3 (TR34 2003), Property IV

Property IV Ref A B C D E F G H I J K L
0m 3m 6m 9m 12m 15m 18m 21m 24m 27m 30m 33m

Level Reading 1 0m COL 69.0 COL 74.0 COL 73.8 COL VOID COL COL 74.5
Diff. In Elev. -6.3 -1.9 -2.5 2.2

2 3m 1673.1 -2.2 75.3 -1.2 76.5 0.6 75.9 -2.0 77.9 1.6 76.3 1.5 74.8 0.0 74.8 -1.6 76.4 1.6 74.8 0.3 74.5 2.2 72.3
0.3 -1.1 0.7 2.1 1.8 -1.4 3.1 -4.5 -1.8 -1.5

3 6m 72.8 -3.6 76.4 0.6 75.8 2.0 73.8 -2.3 76.1 -1.6 77.7 6.0 71.7 VOID VOID 79.3 3.0 76.3 2.5 73.8
2.9 1.5 2.3 3.1 6.2 -1.1 9.5 2.9 -1.3

4 9m COL 73.5 -0.8 74.3 2.8 71.5 -1.5 73.0 1.5 71.5 -1.3 72.8 -2.1 74.9 3.0 71.9 2.1 69.8 -3.6 73.4 -1.7 75.1
-2.7 -3.5 -1.7 1.8 -2.0 -1.8 0.2 -3.2 -1.7 5.7 1.7

5 12m 72.2 -4.0 76.2 -1.6 77.8 4.6 73.2 2.0 71.2 -2.3 73.5 -1.1 74.6 -0.1 74.7 -0.4 75.1 3.6 71.5 3.8 67.7 -5.7 73.4
3.3 6.1 1.9 -2.7 2.9 1.6 -0.9 0.0 -3.6 -6.6 0.9

6 15m COL 72.9 1.2 71.7 0.4 71.3 -2.6 73.9 3.3 70.6 -2.4 73.0 -2.6 75.6 0.5 75.1 0.0 75.1 0.8 74.3 1.8 72.5
-0.1 -1.7 -0.6 4.0 1.0 1.1 1.8 6.9 -2.6 1.1 -0.8

7 18m 79.9 6.9 73.0 -0.4 73.4 1.5 71.9 2.0 69.9 0.3 69.6 -2.3 71.9 -1.9 73.8 5.6 68.2 -9.5 77.7 4.5 73.2 -0.1 73.3
8.4 0.2 0.8 1.4 0.0 0.0 -1.1 1.6 -3.4 13.5 -0.6 -2.2

8 21m 71.5 -1.3 72.8 0.2 72.6 2.1 70.5 0.6 69.9 0.3 69.6 -3.4 73.0 0.8 72.2 0.6 71.6 7.4 64.2 -9.6 73.8 -1.7 75.5

9 24m VOID VOID VOID VOID VOID VOID VOID VOID VOID VOID VOID VOID

10 27m 77.0 2.6 74.4 2.7 71.7 0.7 71.0 0.3 70.7 -1.5 72.2 -0.5 72.7 1.5 71.2 -0.8 72.0 0.3 71.7 -0.3 72.0 -0.4 72.4
1.9 0.6 1.0 3.3 -2.5 1.9 -0.3 -0.4 -0.1 0.2 0.8 1.2

11 30m 75.1 1.3 73.8 3.1 70.7 3.0 67.7 -5.5 73.2 2.9 70.3 -2.7 73.0 1.4 71.6 -0.5 72.1 0.6 71.5 0.3 71.2 0.0 71.2
-0.3 -2.3 -5.7 -1.6 -2.5 -0.5 0.2 0.5 4.8 -1.3 -1.4

12 33m COL 74.1 1.1 73.0 -0.4 73.4 -1.4 74.8 2.0 72.8 -0.7 73.5 2.1 71.4 -0.2 71.6 4.9 66.7 -5.8 72.5 -0.1 72.6
-0.2 0.9 1.3 1.7 0.7 -0.5 0.2 -1.1 -4.8 3.2 -1.3

13 36m 75.8 1.5 74.3 2.2 72.1 0.0 72.1 -1.0 73.1 1.0 72.1 -1.9 74.0 2.8 71.2 -1.5 72.7 1.2 71.5 2.2 69.3 -4.6 73.9
-2.2 0.1 -0.5 0.4 1.0 3.3 -1.8 3.9 2.3 -2.8 -1.4

14 39m COL 76.5 4.5 72.0 -0.6 72.6 -0.1 72.7 1.6 71.1 0.4 70.7 -2.3 73.0 4.2 68.8 -0.4 69.2 -2.9 72.1 -3.2 75.3
4.1 0.8 -0.7 0.5 -1.7 -1.0 1.3 -0.7 0.2 3.5

15 42m VOID 72.4 1.2 71.2 -2.1 73.3 1.1 72.2 -0.6 72.8 1.1 71.7 0.0 71.7 VOID 69.9 -2.0 71.9 0.1 71.8
-2.8 1.9 2.0 -3.1 0.7 -4.7 -7.3 -0.7 0.3

16 45m 72.5 -2.7 75.2 5.9 69.3 -2.0 71.3 -4.0 75.3 VOID 71.0 -5.4 76.4 7.3 69.1 -8.1 77.2 4.6 72.6 1.1 71.5
-0.1 -3.5 -2.4 1.3 -3.0 2.3 -2.8 -0.6 2.3

17 48m COL 75.3 2.5 72.8 -0.9 73.7 -0.3 74.0 1.9 72.1 -1.9 74.0 -0.1 74.1 2.2 71.9 VOID 73.2 4.0 69.2
7.6 -2.2 3.3 0.4 0.2 0.1 0.5 -4.5 -2.5

18 51m 75.7 8.0 67.7 -7.3 75.0 4.6 70.4 -3.2 73.6 1.7 71.9 -2.0 73.9 0.3 73.6 -2.8 76.4 1.9 74.5 VOID 71.7
4.2 -1.9 8.1 4.2 3.9 4.2 3.2 4.6 4.2 2.3 3.0

19 54m 71.5 1.9 69.6 2.7 66.9 0.7 66.2 -3.5 69.7 2.0 67.7 -3.0 70.7 1.7 69.0 -3.2 72.2 0.0 72.2 -0.6 72.8 4.1 68.7
-1.2 -3.5 -1.5 0.7 -4.0 -2.2 -8.1 2.1 0.7

20 57m COL 70.8 0.4 70.4 2.7 67.7 -1.3 69.0 -2.7 71.7 -1.2 72.9 VOID 80.3 10.2 70.1 -2.0 72.1 VOID
1.7 -0.3 -2.0 0.1 0.6 0.6 9.9 -1.7 -0.3

21 60m 73.7 4.6 69.1 -1.6 70.7 1.0 69.7 0.8 68.9 -2.2 71.1 -1.2 72.3 1.3 71.0 0.6 70.4 -1.4 71.8 -0.6 72.4 1.0 71.4
3.3 -1.0 1.5 -2.9 -0.7 2.2 1.5 1.4 -1.2 -0.4 1.3 1.9

22 63m 70.4 0.3 70.1 0.9 69.2 -3.4 72.6 3.0 69.6 0.7 68.9 -1.9 70.8 1.2 69.6 -2.0 71.6 -0.6 72.2 1.1 71.1 1.6 69.5
-1.7 -2.8 0.3 -1.5 -3.5 -1.9 -4.6 -2.3 -0.8 -1.4 -5.3

23 66m VOID 71.8 -0.2 72.0 -0.3 72.3 1.2 71.1 -1.3 72.4 -0.3 72.7 -1.5 74.2 0.3 73.9 0.9 73.0 0.5 72.5 -2.3 74.8
-2.9 -1.7 -1.4 -1.2 -1.6 -2.2 -1.6 -1.2 -0.6 -1.4 -2.3

24 69m 73.5 -1.2 74.7 1.0 73.7 0.0 73.7 1.4 72.3 -1.7 74.0 -0.9 74.9 -0.9 75.8 0.7 75.1 1.5 73.6 -0.3 73.9 -3.2 77.1
2.7 2.2 1.2 -0.3 -0.2 3.0 1.0 0.2 -2.0 3.1

25 72m COL 72.0 0.5 71.5 VOID 71.1 -3.2 74.3 -0.8 75.1 2.3 72.8 -1.3 74.1 0.7 73.4 -2.5 75.9 1.9 74.0
2.1 -1.5 0.9 1.4 2.2 1.5 0.8 -2.8 -2.7 4.2

26 75m 74.6 4.7 69.9 -3.1 73.0 -0.6 73.6 3.4 70.2 -2.7 72.9 0.0 72.9 1.6 71.3 -2.0 73.3 -2.9 76.2 -2.4 78.6 8.8 69.8
1.3 -0.7 -0.6 1.2 -2.5 -1.3 0.0 -3.3 -3.2 1.8 1.0 -6.9

27 78m 73.3 2.7 70.6 -3.0 73.6 1.2 72.4 -0.3 72.7 -1.5 74.2 1.3 72.9 -1.7 74.6 -1.9 76.5 2.1 74.4 -3.2 77.6 0.9 76.7
-2.9 1.3 1.6 2.8 1.8 0.0 1.0 -1.7 -1.1 1.0 0.9

28 81m COL 73.5 1.2 72.3 1.5 70.8 0.9 69.9 -2.5 72.4 -0.5 72.9 -0.7 73.6 -4.6 78.2 2.7 75.5 -1.1 76.6 0.8 75.8
2.0 2.8 -1.6 -4.6 0.1 -1.7 -2.1 5.3 -2.4 -1.7 3.9

29 84m 72.1 0.6 71.5 2.0 69.5 -2.9 72.4 -2.1 74.5 2.2 72.3 -2.3 74.6 -1.1 75.7 2.8 72.9 -5.0 77.9 -0.4 78.3 6.4 71.9
-9.2 -3.8 -5.8 -1.5 -1.9 -1.6 -0.6 -1.0 -2.7 6.8 6.0 -1.7

30 87m 81.3 6.0 75.3 0.0 75.3 1.4 73.9 -2.5 76.4 2.5 73.9 -1.3 75.2 -1.5 76.7 1.1 75.6 4.5 71.1 -1.2 72.3 -1.3 73.6
1.1 0.3 -1.1 -1.0 2.2 0.6 4.1 -1.4 -1.3 2.1

31 90m COL 74.2 -0.8 75.0 0.0 75.0 VOID 74.9 1.9 73.0 -3.1 76.1 4.6 71.5 -1.0 72.5 -1.1 73.6 2.1 71.5
3.8 2.8 -0.2 1.1 -0.8 3.9 0.5 2.7 3.0 -2.0

32 93m 70.4 -1.8 72.2 -3.0 75.2 5.2 70.0 -3.8 73.8 0.0 73.8 1.6 72.2 1.2 71.0 1.2 69.8 -0.8 70.6 -2.9 73.5

10 and 15 mm

15 mm -7.4 mm +/-15 mm
9.7 mm +/-15 mm

13.5 mm 15.0 mm
0.3 % 5.0 %

UTS 0.0 % 0.0 %
17.1 mm

Indicates a Column within 1.5m radius

PIT

PIT

1673.9

VOID Indicates a Void area (not surveyed)

Results

Lowest Elev. from datum =
Highest Elev. from datum =
Greatest Diff. in Elev. over 3m =
% of Results over 10mm =
% of Results over 15mm =
Range (Max - Min) =
Datum =

Indicates results between

Indicates results over

Indicates construction joint

Indicates Unable to Survey due to obstruction

COL
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Report Compiled By:

Signed:

Date:

Report Checked By:

Signed:

Date:

This report should not be reproduced except in full

Grzegorz Dabros (Surveyor)

For and on behalf of Face Consultants Ltd.

Conclusion
From the Property II and IV readings gathered it can be seen that the floor area
surveyed complies with the required FM3 classification as defined by table 4.2 of the
2003 edition of the Concrete Society's Technical Report Number 34.

17th November 2017

For and on behalf of Face Consultants Ltd.
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21st November 2017

Scott Fawcett (Assistant to Operations Manager)



This data is available upon request

Zephyr Building
c/o Bowmer & Kirkland Ltd

Eighth Street
Harwell Campus

Didcot
OX11 0RL

Annex A

Property II

Graphic Traces

ABS Brymar Floors Ltd

at
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END OF REPORT
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